# Building 003 - Business - Room 312A
## Switch 2 Blade 2

<table>
<thead>
<tr>
<th>Blade/Stack</th>
<th>Port</th>
<th>Panel</th>
<th>Rack</th>
<th>Room</th>
<th>Fcpl</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>2 1</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>20</td>
<td>305</td>
<td>10</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 2</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>21</td>
<td>305</td>
<td>11</td>
<td>Y</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 3</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>22</td>
<td>305</td>
<td>11</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 4</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>23</td>
<td>305</td>
<td>12</td>
<td>Y</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 5</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>24</td>
<td>305</td>
<td>12</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 6</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>25</td>
<td>305</td>
<td>13</td>
<td>Y</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 7</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>26</td>
<td>305</td>
<td>13</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 8</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>27</td>
<td>305</td>
<td>14</td>
<td>Y</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 9</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>28</td>
<td>305</td>
<td>14</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 10</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>29</td>
<td>305</td>
<td>15</td>
<td>Y</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 11</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>30</td>
<td>306</td>
<td>1</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 12</td>
<td>1</td>
<td>2</td>
<td>1</td>
<td>31</td>
<td>306</td>
<td>1</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 13 2 1 3</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Unclear</td>
</tr>
<tr>
<td>2 14 2 1 7</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 15 2 1 8</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 16 2 1 11</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 17 2 1 12</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 18 2 1 13</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 19 2 1 14</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 20 2 1 15</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 21 2 1 16</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 22 2 1 17</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 23 2 1 18</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 24 2 1 19</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack</th>
<th>Port</th>
<th>Panel</th>
<th>Rack</th>
<th>Room</th>
<th>Fcpl</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>35</td>
<td>2 1</td>
<td>3</td>
<td>7</td>
<td>306</td>
<td>1</td>
<td>W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>36</td>
<td>2 1</td>
<td>3</td>
<td>8</td>
<td>306</td>
<td>1</td>
<td>X</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>37</td>
<td>2 1</td>
<td>3</td>
<td>9</td>
<td>306</td>
<td>2</td>
<td>W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>38</td>
<td>2 1</td>
<td>3</td>
<td>4</td>
<td>306</td>
<td>2</td>
<td>X</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>39</td>
<td>2 1</td>
<td>3</td>
<td>1</td>
<td>41</td>
<td>306</td>
<td>3</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>40</td>
<td>2 1</td>
<td>3</td>
<td>2</td>
<td>42</td>
<td>306</td>
<td>3</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>41</td>
<td>2 1</td>
<td>3</td>
<td>1</td>
<td>43</td>
<td>306</td>
<td>4</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>42</td>
<td>2 1</td>
<td>3</td>
<td>2</td>
<td>44</td>
<td>306</td>
<td>4</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>43</td>
<td>2 1</td>
<td>3</td>
<td>1</td>
<td>45</td>
<td>306</td>
<td>5</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>44</td>
<td>2 1</td>
<td>3</td>
<td>2</td>
<td>46</td>
<td>306</td>
<td>5</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>45</td>
<td>2 1</td>
<td>3</td>
<td>1</td>
<td>47</td>
<td>306</td>
<td>6</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>46</td>
<td>2 1</td>
<td>3</td>
<td>2</td>
<td>48</td>
<td>306</td>
<td>6</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>47</td>
<td>2 2</td>
<td>1</td>
<td>306</td>
<td>7</td>
<td>W</td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>48</td>
<td>2 2</td>
<td>2</td>
<td>306</td>
<td>7</td>
<td>X</td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
</tbody>
</table>
# Building 003 - Business - Room 312A
## Switch 2 Blade 3

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>3 1</td>
<td>2</td>
<td>2</td>
<td>15</td>
<td>306</td>
<td>14</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 2</td>
<td>2</td>
<td>2</td>
<td>16</td>
<td>306</td>
<td>14</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 3</td>
<td>2</td>
<td>2</td>
<td>17</td>
<td>306</td>
<td>15</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 4</td>
<td>2</td>
<td>2</td>
<td>18</td>
<td>306</td>
<td>15</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 5</td>
<td>2</td>
<td>2</td>
<td>19</td>
<td>306</td>
<td>16</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 6</td>
<td>2</td>
<td>2</td>
<td>20</td>
<td>306</td>
<td>16</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 7</td>
<td>2</td>
<td>2</td>
<td>21</td>
<td>306</td>
<td>17</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 8</td>
<td>2</td>
<td>2</td>
<td>22</td>
<td>306</td>
<td>17</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 9</td>
<td>2</td>
<td>2</td>
<td>25</td>
<td>306</td>
<td>18</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 10</td>
<td>2</td>
<td>2</td>
<td>26</td>
<td>306</td>
<td>18</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 11</td>
<td>2</td>
<td>2</td>
<td>27</td>
<td>306</td>
<td>19</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 12</td>
<td>2</td>
<td>2</td>
<td>28</td>
<td>306</td>
<td>19</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 13</td>
<td>2</td>
<td>2</td>
<td>29</td>
<td>306</td>
<td>20</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 14</td>
<td>2</td>
<td>2</td>
<td>30</td>
<td>306</td>
<td>20</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 15</td>
<td>2</td>
<td>2</td>
<td>31</td>
<td>306</td>
<td>21</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 16</td>
<td>2</td>
<td>2</td>
<td>37</td>
<td>307</td>
<td>4</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 17</td>
<td>2</td>
<td>2</td>
<td>38</td>
<td>307</td>
<td>4</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 18</td>
<td>2</td>
<td>2</td>
<td>41</td>
<td>307</td>
<td>5</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 19</td>
<td>2</td>
<td>2</td>
<td>42</td>
<td>307</td>
<td>5</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 20</td>
<td>2</td>
<td>2</td>
<td>43</td>
<td>307</td>
<td>6</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 21</td>
<td>2</td>
<td>2</td>
<td>44</td>
<td>307</td>
<td>6</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 22</td>
<td>2</td>
<td>2</td>
<td>45</td>
<td>307</td>
<td>7</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 23</td>
<td>2</td>
<td>2</td>
<td>46</td>
<td>307</td>
<td>7</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 24</td>
<td>2</td>
<td>2</td>
<td>47</td>
<td>307</td>
<td>8</td>
<td>W</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>3 25</td>
<td>2</td>
<td>2</td>
<td>48</td>
<td>307</td>
<td>8</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 26</td>
<td>2</td>
<td>3</td>
<td>1</td>
<td>307</td>
<td>9</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 27</td>
<td>2</td>
<td>3</td>
<td>2</td>
<td>307</td>
<td>9</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 28</td>
<td>2</td>
<td>3</td>
<td>3</td>
<td>307</td>
<td>10</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 29</td>
<td>2</td>
<td>3</td>
<td>4</td>
<td>307</td>
<td>10</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 30</td>
<td>2</td>
<td>3</td>
<td>5</td>
<td>307</td>
<td>11</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 31</td>
<td>2</td>
<td>3</td>
<td>6</td>
<td>307</td>
<td>11</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 32</td>
<td>2</td>
<td>3</td>
<td>7</td>
<td>307</td>
<td>12</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 33</td>
<td>2</td>
<td>3</td>
<td>8</td>
<td>307</td>
<td>12</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 34</td>
<td>2</td>
<td>3</td>
<td>9</td>
<td>307</td>
<td>13</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 35</td>
<td>2</td>
<td>3</td>
<td>10</td>
<td>307</td>
<td>13</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 36</td>
<td>2</td>
<td>3</td>
<td>11</td>
<td>307</td>
<td>14</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 37</td>
<td>2</td>
<td>3</td>
<td>12</td>
<td>307</td>
<td>14</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 38</td>
<td>2</td>
<td>3</td>
<td>13</td>
<td>307</td>
<td>15</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 39</td>
<td>2</td>
<td>3</td>
<td>14</td>
<td>307</td>
<td>15</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 40</td>
<td>2</td>
<td>3</td>
<td>15</td>
<td>307</td>
<td>16</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 41</td>
<td>2</td>
<td>3</td>
<td>16</td>
<td>307</td>
<td>16</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 42</td>
<td>2</td>
<td>3</td>
<td>17</td>
<td>307</td>
<td>17</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 43</td>
<td>2</td>
<td>3</td>
<td>18</td>
<td>307</td>
<td>17</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 44</td>
<td>2</td>
<td>3</td>
<td>19</td>
<td>307</td>
<td>18</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 45</td>
<td>2</td>
<td>3</td>
<td>20</td>
<td>312</td>
<td>18</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 46</td>
<td>2</td>
<td>6</td>
<td>17</td>
<td>307</td>
<td>4</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 47</td>
<td>2</td>
<td>3</td>
<td>22</td>
<td>307</td>
<td>19</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 48</td>
<td>2</td>
<td>3</td>
<td>23</td>
<td>307</td>
<td>20</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>Uplink Port</td>
<td>Notes</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>------------</td>
<td>-------</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt</th>
<th>Jack</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>1</td>
<td>2</td>
<td>3</td>
<td>24</td>
<td>307</td>
<td>20</td>
</tr>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>3</td>
<td>25</td>
<td>307</td>
<td>21</td>
</tr>
<tr>
<td>4</td>
<td>3</td>
<td>2</td>
<td>3</td>
<td>26</td>
<td>307</td>
<td>21</td>
</tr>
<tr>
<td>4</td>
<td>4</td>
<td>2</td>
<td>3</td>
<td>27</td>
<td>307</td>
<td>22</td>
</tr>
<tr>
<td>4</td>
<td>5</td>
<td>2</td>
<td>3</td>
<td>28</td>
<td>307</td>
<td>22</td>
</tr>
<tr>
<td>4</td>
<td>6</td>
<td>2</td>
<td>3</td>
<td>29</td>
<td>307</td>
<td>23</td>
</tr>
<tr>
<td>4</td>
<td>7</td>
<td>2</td>
<td>3</td>
<td>33</td>
<td>307</td>
<td>24</td>
</tr>
<tr>
<td>4</td>
<td>8</td>
<td>2</td>
<td>3</td>
<td>34</td>
<td>307</td>
<td>24</td>
</tr>
<tr>
<td>4</td>
<td>9</td>
<td>2</td>
<td>3</td>
<td>30</td>
<td>307</td>
<td>23</td>
</tr>
<tr>
<td>4</td>
<td>10</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4</td>
<td>11</td>
<td>2</td>
<td>2</td>
<td>34</td>
<td>306</td>
<td>21</td>
</tr>
<tr>
<td>4</td>
<td>12</td>
<td>2</td>
<td>9</td>
<td>1</td>
<td>306</td>
<td>4</td>
</tr>
<tr>
<td>4</td>
<td>13</td>
<td>1</td>
<td>2</td>
<td>35</td>
<td>312</td>
<td>11</td>
</tr>
<tr>
<td>4</td>
<td>14</td>
<td>2</td>
<td>16</td>
<td>16</td>
<td>312</td>
<td>4</td>
</tr>
<tr>
<td>4</td>
<td>15</td>
<td>1</td>
<td>2</td>
<td>36</td>
<td>312</td>
<td>12</td>
</tr>
<tr>
<td>4</td>
<td>16</td>
<td>2</td>
<td>3</td>
<td>44</td>
<td>308</td>
<td>2</td>
</tr>
<tr>
<td>4</td>
<td>17</td>
<td>1</td>
<td>2</td>
<td>34</td>
<td>312</td>
<td>10</td>
</tr>
<tr>
<td>4</td>
<td>18</td>
<td>1</td>
<td>2</td>
<td>33</td>
<td>312</td>
<td>9</td>
</tr>
<tr>
<td>4</td>
<td>19</td>
<td>2</td>
<td>4</td>
<td>41</td>
<td>326</td>
<td>0</td>
</tr>
<tr>
<td>4</td>
<td>20</td>
<td>2</td>
<td>9</td>
<td>4</td>
<td>306</td>
<td>5</td>
</tr>
<tr>
<td>4</td>
<td>21</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4</td>
<td>22</td>
<td>2</td>
<td>2</td>
<td>24</td>
<td>306</td>
<td>17</td>
</tr>
<tr>
<td>4</td>
<td>23</td>
<td>2</td>
<td>7</td>
<td>16</td>
<td>443</td>
<td>0</td>
</tr>
<tr>
<td>4</td>
<td>24</td>
<td>2</td>
<td>2</td>
<td>23</td>
<td>306</td>
<td>17</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Uplink Port</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt</th>
<th>Jack</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>25</td>
<td>1</td>
<td>2</td>
<td>37</td>
<td>307</td>
<td>5</td>
</tr>
<tr>
<td>4</td>
<td>26</td>
<td>1</td>
<td>2</td>
<td>38</td>
<td>307</td>
<td>5</td>
</tr>
<tr>
<td>4</td>
<td>27</td>
<td>1</td>
<td>2</td>
<td>39</td>
<td>307</td>
<td>6</td>
</tr>
<tr>
<td>4</td>
<td>28</td>
<td>1</td>
<td>2</td>
<td>40</td>
<td>307</td>
<td>6</td>
</tr>
<tr>
<td>4</td>
<td>29</td>
<td>1</td>
<td>2</td>
<td>41</td>
<td>307</td>
<td>21</td>
</tr>
<tr>
<td>4</td>
<td>30</td>
<td>1</td>
<td>2</td>
<td>42</td>
<td>307</td>
<td>21</td>
</tr>
<tr>
<td>4</td>
<td>31</td>
<td>1</td>
<td>2</td>
<td>43</td>
<td></td>
<td>Unlabeled</td>
</tr>
<tr>
<td>4</td>
<td>32</td>
<td>1</td>
<td>2</td>
<td>44</td>
<td></td>
<td>Unlabeled</td>
</tr>
<tr>
<td>4</td>
<td>33</td>
<td>2</td>
<td>3</td>
<td>21</td>
<td>307</td>
<td>19</td>
</tr>
<tr>
<td>4</td>
<td>34</td>
<td>2</td>
<td>3</td>
<td>21</td>
<td>307</td>
<td>19</td>
</tr>
<tr>
<td>4</td>
<td>35</td>
<td>2</td>
<td>9</td>
<td>2</td>
<td>306</td>
<td>4</td>
</tr>
<tr>
<td>4</td>
<td>36</td>
<td>2</td>
<td>3</td>
<td>39</td>
<td>308</td>
<td>1</td>
</tr>
<tr>
<td>4</td>
<td>37</td>
<td>2</td>
<td>9</td>
<td>2</td>
<td>306</td>
<td>22</td>
</tr>
<tr>
<td>4</td>
<td>38</td>
<td>2</td>
<td>3</td>
<td>37</td>
<td>308</td>
<td>1</td>
</tr>
<tr>
<td>4</td>
<td>39</td>
<td>2</td>
<td>9</td>
<td>3</td>
<td>306</td>
<td>5</td>
</tr>
<tr>
<td>4</td>
<td>40</td>
<td>2</td>
<td>6</td>
<td>20</td>
<td>300A</td>
<td>14</td>
</tr>
<tr>
<td>4</td>
<td>41</td>
<td>2</td>
<td>9</td>
<td>6</td>
<td>306</td>
<td>18</td>
</tr>
<tr>
<td>4</td>
<td>42</td>
<td>2</td>
<td>1</td>
<td>33</td>
<td>305</td>
<td>17</td>
</tr>
<tr>
<td>4</td>
<td>43</td>
<td>2</td>
<td>9</td>
<td>5</td>
<td>306</td>
<td>18</td>
</tr>
<tr>
<td>4</td>
<td>44</td>
<td>2</td>
<td>6</td>
<td>19</td>
<td>300A</td>
<td>14</td>
</tr>
<tr>
<td>4</td>
<td>45</td>
<td>2</td>
<td>9</td>
<td>8</td>
<td>306</td>
<td>22</td>
</tr>
<tr>
<td>4</td>
<td>46</td>
<td>2</td>
<td>3</td>
<td>43</td>
<td>308</td>
<td>2</td>
</tr>
<tr>
<td>4</td>
<td>47</td>
<td>2</td>
<td>3</td>
<td>38</td>
<td>308</td>
<td>1</td>
</tr>
<tr>
<td>4</td>
<td>48</td>
<td>2</td>
<td>6</td>
<td>12</td>
<td>312</td>
<td>2</td>
</tr>
<tr>
<td>Uplink Port</td>
<td>Notes</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>------------</td>
<td>-------</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/ Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt Jack</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
</tr>
</tbody>
</table>
# Building 003 - Business - Room 108A
## Switch 1 Blade 2

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port Room</th>
<th>Fcplt Jack Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>2 1</td>
<td>3 1 5.5</td>
<td>111A 0</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 2</td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 4</td>
<td>1 2</td>
<td>107 1 X</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 5</td>
<td>1 1</td>
<td>100 2 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 6</td>
<td>1 1</td>
<td>100A 0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 7</td>
<td>1 1</td>
<td>100A 0 X</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 8</td>
<td>1 1</td>
<td>100B 0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 9</td>
<td>1 1</td>
<td>100B 0 X</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 10</td>
<td>1 1</td>
<td>100B 0 Y</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 11</td>
<td>1 1</td>
<td>101 1 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 12</td>
<td>1 1</td>
<td>101 2 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 13</td>
<td>1 1</td>
<td>104 2 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 14</td>
<td>1 1</td>
<td>106 1 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 15</td>
<td>1 5.5</td>
<td>107 1 U</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 16</td>
<td>1 2</td>
<td>107A 1 X</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 17</td>
<td>1 2</td>
<td>107A 2 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 18</td>
<td>1 2</td>
<td>107A 2 X</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 19</td>
<td>1 2</td>
<td>108 0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 20</td>
<td>1 4</td>
<td>208 3 Z</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 21</td>
<td>1 2</td>
<td>112 0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 22</td>
<td>1 2</td>
<td>113 0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 23</td>
<td>1 3</td>
<td>201A 1 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>2 24</td>
<td>1 3</td>
<td>201A 2 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>Blade/Stack</td>
<td>Rack</td>
<td>Port</td>
<td>Panel</td>
<td>Room</td>
</tr>
<tr>
<td>-------------</td>
<td>------</td>
<td>------</td>
<td>-------</td>
<td>------</td>
</tr>
<tr>
<td>3</td>
<td>1</td>
<td>1</td>
<td>39</td>
<td>207</td>
</tr>
<tr>
<td>3</td>
<td>2</td>
<td>1</td>
<td>2</td>
<td>6</td>
</tr>
<tr>
<td>3</td>
<td>3</td>
<td>1</td>
<td>4</td>
<td>21</td>
</tr>
<tr>
<td>3</td>
<td>4</td>
<td>1</td>
<td>2</td>
<td>24</td>
</tr>
<tr>
<td>3</td>
<td>5</td>
<td>1</td>
<td>1</td>
<td>2</td>
</tr>
<tr>
<td>3</td>
<td>6</td>
<td>1</td>
<td>3</td>
<td>8</td>
</tr>
<tr>
<td>3</td>
<td>7</td>
<td>1</td>
<td>3</td>
<td>32</td>
</tr>
<tr>
<td>3</td>
<td>8</td>
<td>1</td>
<td>5</td>
<td>45</td>
</tr>
<tr>
<td>3</td>
<td>9</td>
<td>1</td>
<td>5</td>
<td>46</td>
</tr>
<tr>
<td>3</td>
<td>10</td>
<td>1</td>
<td>5</td>
<td>47</td>
</tr>
<tr>
<td>3</td>
<td>11</td>
<td>1</td>
<td>5</td>
<td>48</td>
</tr>
<tr>
<td>3</td>
<td>12</td>
<td>1</td>
<td>2</td>
<td>22</td>
</tr>
<tr>
<td>3</td>
<td>13</td>
<td>1</td>
<td>2</td>
<td>37</td>
</tr>
<tr>
<td>3</td>
<td>14</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>15</td>
<td>1</td>
<td>2</td>
<td>38</td>
</tr>
<tr>
<td>3</td>
<td>16</td>
<td>1</td>
<td>1</td>
<td>16</td>
</tr>
<tr>
<td>3</td>
<td>17</td>
<td>1</td>
<td>2</td>
<td>40</td>
</tr>
<tr>
<td>3</td>
<td>18</td>
<td>1</td>
<td>2</td>
<td>41</td>
</tr>
<tr>
<td>3</td>
<td>19</td>
<td>1</td>
<td>3</td>
<td>46</td>
</tr>
<tr>
<td>3</td>
<td>20</td>
<td>1</td>
<td>4</td>
<td>9</td>
</tr>
<tr>
<td>3</td>
<td>21</td>
<td>1</td>
<td>4</td>
<td>10</td>
</tr>
<tr>
<td>3</td>
<td>22</td>
<td>1</td>
<td>4</td>
<td>12</td>
</tr>
<tr>
<td>3</td>
<td>23</td>
<td>1</td>
<td>4</td>
<td>13</td>
</tr>
<tr>
<td>3</td>
<td>24</td>
<td>1</td>
<td>4</td>
<td>11</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack</th>
<th>Rack</th>
<th>Port</th>
<th>Panel</th>
<th>Room</th>
<th>Fcplt</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>3</td>
<td>25</td>
<td>1</td>
<td>4</td>
<td>6</td>
<td>208</td>
<td>2</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>26</td>
<td>1</td>
<td>4</td>
<td>7</td>
<td>208</td>
<td>2</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>27</td>
<td>1</td>
<td>4</td>
<td>8</td>
<td>208</td>
<td>2</td>
<td>Y</td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>28</td>
<td>1</td>
<td>3</td>
<td>30</td>
<td>205</td>
<td>0</td>
<td>X</td>
<td>WiFi</td>
</tr>
<tr>
<td>3</td>
<td>29</td>
<td>1</td>
<td>3</td>
<td>29</td>
<td>205</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>30</td>
<td>1</td>
<td>3</td>
<td>31</td>
<td>206</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>31</td>
<td>1</td>
<td>3</td>
<td>7</td>
<td>201</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>32</td>
<td>1</td>
<td>3</td>
<td>48</td>
<td>207</td>
<td>0</td>
<td>KIOS</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>33</td>
<td>1</td>
<td>3</td>
<td>27</td>
<td>204A</td>
<td>0</td>
<td>Y</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>34</td>
<td>1</td>
<td>3</td>
<td>28</td>
<td>204A</td>
<td>0</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>35</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>36</td>
<td>1</td>
<td>2</td>
<td>29</td>
<td>204</td>
<td>1</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>37</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>38</td>
<td>1</td>
<td>1</td>
<td>3</td>
<td>100</td>
<td>1</td>
<td>Y</td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>39</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>40</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>41</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>42</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>43</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>3</td>
<td>44</td>
<td>1</td>
<td>2</td>
<td>38</td>
<td>100</td>
<td>3</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>45</td>
<td>1</td>
<td>1</td>
<td>21</td>
<td>102</td>
<td>1</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>46</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>unplugged</td>
</tr>
<tr>
<td>3</td>
<td>47</td>
<td>1</td>
<td>4</td>
<td>19</td>
<td>110</td>
<td>1</td>
<td>X</td>
<td>EMS</td>
</tr>
<tr>
<td>3</td>
<td>48</td>
<td>1</td>
<td>4</td>
<td>18</td>
<td>110</td>
<td>0</td>
<td>W</td>
<td>EMS</td>
</tr>
</tbody>
</table>
### Building 003 - Business - Room 108A
#### Switch 1 Blade 6

**DNS NAME**: SLO-S003-108A-1
**IP ADDRESS**: 129.65.3.27
**BLADE/STACK**: WS-X4306-GB

**LAST**: 8/7/2014
**SERIAL NUM**: FOX0717002Q
**BARCODE**: A006884

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>6</td>
<td></td>
<td>1</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>6</td>
<td></td>
<td>2</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>6</td>
<td></td>
<td>3</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>6</td>
<td></td>
<td>4</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>6</td>
<td></td>
<td>5</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>6</td>
<td></td>
<td>6</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
## Building 003 - Business - Room 111
### Switch 1 Blade 1

<table>
<thead>
<tr>
<th>Uplink Port</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel</th>
<th>Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>1</td>
<td></td>
<td></td>
<td>N101</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>2</td>
<td></td>
<td></td>
<td>N102</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>3</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>4</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>5</td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>6</td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>7</td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>8</td>
<td></td>
<td></td>
<td>N108</td>
<td>Inactive</td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>9</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>10</td>
<td></td>
<td></td>
<td>N110</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>11</td>
<td></td>
<td></td>
<td>N111</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>12</td>
<td></td>
<td></td>
<td>N112</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>13</td>
<td></td>
<td></td>
<td>N113</td>
<td>Inactive</td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>14</td>
<td></td>
<td></td>
<td>N114</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>15</td>
<td></td>
<td></td>
<td>N115</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>16</td>
<td></td>
<td></td>
<td>N116</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>17</td>
<td></td>
<td></td>
<td>N117</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>18</td>
<td></td>
<td></td>
<td>N118</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>19</td>
<td></td>
<td></td>
<td>N119</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>20</td>
<td></td>
<td></td>
<td>N120</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>21</td>
<td>111</td>
<td>2</td>
<td></td>
<td>Camera connections</td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>22</td>
<td>111</td>
<td>3</td>
<td></td>
<td>Camera connections</td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>23</td>
<td>111</td>
<td>1</td>
<td></td>
<td>Camera connections</td>
</tr>
<tr>
<td>1</td>
<td></td>
<td></td>
<td>24</td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel</th>
<th>Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**DNS NAME**: SLO-S003-111-1  
**IP ADDRESS**: 129.65.3.7  
**BLADE/STACK**: WS-C3750-PoE24  
**LAST**: 8/11/2014  
**SERIAL NUM**:  
**BARCODE**: A009321
### Building 003 - Business - Room 111
**Switch 2 Blade 1**

<table>
<thead>
<tr>
<th>Blade/Stack</th>
<th>Port</th>
<th>Panel</th>
<th>Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>1 1</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 2</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 3</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 4</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 5</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 6</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 7</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 8</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 9</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 10</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 11</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 12</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 13</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 14</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 15</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 16</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 17</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 18</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 19</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 20</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 21</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 22</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 23</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 24</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
</tbody>
</table>

[Table of Blade/Stack, Port, Panel, Rack, Port, Room, Fcplt, Jack, Notes, VLAN Tech]
# Building 003 - Business - Room 213

## Switch 1 Blade 1

<table>
<thead>
<tr>
<th>Blade/Stack</th>
<th>Panel</th>
<th>Port</th>
<th>Rack</th>
<th>Room</th>
<th>FcPlt</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1</td>
<td>2</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1</td>
<td>3</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1</td>
<td>4</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1</td>
<td>5</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1</td>
<td>6</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1</td>
<td>7</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1</td>
<td>8</td>
<td>000</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
</tbody>
</table>

**DNS NAME**: SLO-S003-213-1  **LAST**: 8/11/2014  **SERIAL NUM**: FOC1203Z5LJ

**IP ADDRESS**: 129.65.10.35  **BARCODE**: W5-C3560-8PC-S

---

Switch in 1/N Rack: Do not remove connections.
<table>
<thead>
<tr>
<th>Blade/Stack</th>
<th>Port</th>
<th>Panel</th>
<th>Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>1 1 1 2 4 213 2 W</td>
<td>1</td>
<td>2</td>
<td>12</td>
<td>13</td>
<td>119B</td>
<td>0</td>
<td>X</td>
<td>EMS</td>
<td></td>
</tr>
<tr>
<td>1 4 1 2 6 213 2 Y</td>
<td>1</td>
<td>5</td>
<td>2</td>
<td>13</td>
<td>119B</td>
<td>0</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>1 6 1 2 10 213A 2 W</td>
<td>1</td>
<td>7</td>
<td>2</td>
<td>47</td>
<td>FRONT</td>
<td>0</td>
<td>WIFI</td>
<td>Outdoor WiFi</td>
<td></td>
</tr>
<tr>
<td>1 8 1 2 48 BACK 0 WIFI</td>
<td>1</td>
<td>9</td>
<td>1 10 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 11 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 12 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 13 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 14 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 15 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 16 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 17 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 18 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 19 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 20 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 21 1 2 2 213 1 X</td>
<td>1</td>
<td>22</td>
<td>Goes out of room</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 23 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1 24 Inactive</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### Building 003 - Business - Room 301B
#### Switch 1 Blade 2

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcpl Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>2 1</td>
<td>2</td>
<td>3</td>
<td>1</td>
<td>6 6 303</td>
<td>2 X</td>
<td></td>
</tr>
<tr>
<td>2 2</td>
<td></td>
<td>4</td>
<td>1</td>
<td>2 300 1</td>
<td>X WiFi</td>
<td></td>
</tr>
<tr>
<td>2 5</td>
<td>1 9 17</td>
<td>409</td>
<td>1</td>
<td>X WiFi</td>
<td></td>
<td></td>
</tr>
<tr>
<td>2 6</td>
<td>1 8 6 401</td>
<td>1</td>
<td>Y</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>2 7</td>
<td></td>
<td></td>
<td>Y</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>2 8</td>
<td>2</td>
<td>9</td>
<td>1 3</td>
<td>33 301B 0</td>
<td>W WiFi</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 10</td>
<td></td>
<td>2</td>
<td>1</td>
<td>2 317 0</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 12</td>
<td></td>
<td>13</td>
<td>1</td>
<td>12 22 300</td>
<td>8 W</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 14</td>
<td></td>
<td>14</td>
<td>1</td>
<td>1 23 300</td>
<td>8 X</td>
<td>Inactive</td>
</tr>
<tr>
<td>2 15</td>
<td>1 1 24</td>
<td>300</td>
<td>8</td>
<td>Y WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 16</td>
<td>1 1 32</td>
<td>300</td>
<td>11</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 17</td>
<td>1 1 33</td>
<td>300</td>
<td>11</td>
<td>X</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 18</td>
<td>1 1 34</td>
<td>300</td>
<td>11</td>
<td>Y</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 19</td>
<td>1 1 35</td>
<td>300</td>
<td>11</td>
<td>Z</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 20</td>
<td>1 1 39</td>
<td>300</td>
<td>13</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 21</td>
<td>1 1 38</td>
<td>300</td>
<td>14</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 22</td>
<td>1 3 39</td>
<td>400</td>
<td>2</td>
<td>Y</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 23</td>
<td>1 1 46</td>
<td>300</td>
<td>15</td>
<td>X WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 24</td>
<td>1 1 47</td>
<td>300</td>
<td>16</td>
<td>W WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcpl Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>2 25</td>
<td>1 1 48</td>
<td>300</td>
<td>16</td>
<td>X WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 26</td>
<td>1 2 44</td>
<td>300</td>
<td>30</td>
<td>Z WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 27</td>
<td>1 2 43</td>
<td>300</td>
<td>30</td>
<td>Y WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 28</td>
<td>1 2 5 300</td>
<td>19</td>
<td>W WiFi</td>
<td>Inactive</td>
<td></td>
<td></td>
</tr>
<tr>
<td>2 29</td>
<td>1 2 6 300</td>
<td>19</td>
<td>X WiFi</td>
<td>Inactive</td>
<td></td>
<td></td>
</tr>
<tr>
<td>2 30</td>
<td>1 2 1 300</td>
<td>17</td>
<td>W WiFi</td>
<td>Inactive</td>
<td></td>
<td></td>
</tr>
<tr>
<td>2 31</td>
<td>1 1 17</td>
<td>300</td>
<td>6</td>
<td>X WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 32</td>
<td>1 1 14</td>
<td>300</td>
<td>5</td>
<td>X WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 33</td>
<td>1 2 33</td>
<td>300</td>
<td>28</td>
<td>W WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 34</td>
<td>1 1 41</td>
<td>300</td>
<td>13</td>
<td>Y WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 35</td>
<td>1 2 34</td>
<td>300</td>
<td>28</td>
<td>X WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 36</td>
<td>1 2 13</td>
<td>300</td>
<td>23</td>
<td>W WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 37</td>
<td>1 2 14</td>
<td>300</td>
<td>23</td>
<td>X WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 38</td>
<td>1 2 18</td>
<td>300</td>
<td>24</td>
<td>X WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 39</td>
<td>1 2 20</td>
<td>300</td>
<td>24</td>
<td>Z WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 40</td>
<td>1 2 19</td>
<td>300</td>
<td>24</td>
<td>Y WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 41</td>
<td>1 2 21</td>
<td>300</td>
<td>25</td>
<td>W WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 42</td>
<td>1 2 22</td>
<td>300</td>
<td>25</td>
<td>X WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 43</td>
<td>1 2 23</td>
<td>300</td>
<td>25</td>
<td>Y WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 44</td>
<td>1 2 25</td>
<td>300</td>
<td>26</td>
<td>W WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 45</td>
<td>1 2 26</td>
<td>300</td>
<td>26</td>
<td>X WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 46</td>
<td>1 2 17</td>
<td>300</td>
<td>24</td>
<td>W WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 47</td>
<td>1 2 24</td>
<td>300</td>
<td>25</td>
<td>Z WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 48</td>
<td>1 2 27</td>
<td>300</td>
<td>26</td>
<td>Y WiFi</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>Blade/Stack Port</td>
<td>Panel Rack Port</td>
<td>Room</td>
<td>Fcpl Port</td>
<td>Jack</td>
<td>Notes</td>
<td>VLAN Tech</td>
</tr>
<tr>
<td>------------------</td>
<td>----------------</td>
<td>------</td>
<td>-----------</td>
<td>------</td>
<td>-------</td>
<td>-----------</td>
</tr>
<tr>
<td>3 1</td>
<td>1 2</td>
<td>41</td>
<td>300</td>
<td>30</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 2</td>
<td>1 2</td>
<td>42</td>
<td>300</td>
<td>30</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 3</td>
<td>1 1</td>
<td>13</td>
<td>300</td>
<td>5</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 4</td>
<td>1 11</td>
<td>19</td>
<td>301A</td>
<td>1</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 5</td>
<td>1 2</td>
<td>28</td>
<td>300</td>
<td>26</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 6</td>
<td>1 5</td>
<td>16</td>
<td>PRIM-2</td>
<td>0</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 7</td>
<td>1 9</td>
<td>7</td>
<td>407</td>
<td>3</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 8</td>
<td>1 11</td>
<td>3</td>
<td>301</td>
<td>1</td>
<td>Y</td>
<td></td>
</tr>
<tr>
<td>3 9</td>
<td>1 5</td>
<td>13</td>
<td>302A</td>
<td>?</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 10</td>
<td>1 2</td>
<td>29</td>
<td>300</td>
<td>27</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 11</td>
<td>1 2</td>
<td>30</td>
<td>300</td>
<td>27</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 12</td>
<td>1 2</td>
<td>31</td>
<td>300</td>
<td>27</td>
<td>Y</td>
<td></td>
</tr>
<tr>
<td>3 13</td>
<td>1 2</td>
<td>32</td>
<td>300</td>
<td>27</td>
<td>Z</td>
<td></td>
</tr>
<tr>
<td>3 14</td>
<td>1 2</td>
<td>37</td>
<td>300</td>
<td>29</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 15</td>
<td>1 5</td>
<td>3</td>
<td>302</td>
<td>Data</td>
<td>W</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 16</td>
<td>1 2</td>
<td>38</td>
<td>300</td>
<td>29</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 17</td>
<td>1 5</td>
<td>4</td>
<td>302</td>
<td>Data</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 18</td>
<td>1 3</td>
<td>25</td>
<td>UNL 11</td>
<td>W</td>
<td>No room</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 19</td>
<td>1 5</td>
<td>5</td>
<td>302</td>
<td>Data</td>
<td>Y</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 20</td>
<td>1 5</td>
<td>1</td>
<td>302</td>
<td>Data</td>
<td>1</td>
<td></td>
</tr>
<tr>
<td>3 21</td>
<td>1 4</td>
<td>7</td>
<td>302</td>
<td>2</td>
<td>U</td>
<td></td>
</tr>
<tr>
<td>3 22</td>
<td>1 4</td>
<td>8</td>
<td>302</td>
<td>2</td>
<td>V</td>
<td></td>
</tr>
<tr>
<td>3 23</td>
<td>1 4</td>
<td>9</td>
<td>302</td>
<td>2</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 24</td>
<td>1 4</td>
<td>10</td>
<td>302</td>
<td>2</td>
<td>X</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack Port</th>
<th>Room</th>
<th>Fcpl Port</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>3 25</td>
<td>1 4</td>
<td>11</td>
<td>302</td>
<td>2</td>
<td>Y</td>
<td></td>
</tr>
<tr>
<td>3 26</td>
<td>1 4</td>
<td>12</td>
<td>302</td>
<td>2</td>
<td>Z</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 27</td>
<td>1 4</td>
<td>13</td>
<td>302</td>
<td>3</td>
<td>U</td>
<td></td>
</tr>
<tr>
<td>3 28</td>
<td>1 4</td>
<td>14</td>
<td>302</td>
<td>3</td>
<td>V</td>
<td></td>
</tr>
<tr>
<td>3 29</td>
<td>1 4</td>
<td>15</td>
<td>302</td>
<td>3</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 30</td>
<td>1 4</td>
<td>16</td>
<td>302</td>
<td>3</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 31</td>
<td>1 4</td>
<td>17</td>
<td>302</td>
<td>3</td>
<td>Y</td>
<td></td>
</tr>
<tr>
<td>3 32</td>
<td>1 4</td>
<td>18</td>
<td>302</td>
<td>3</td>
<td>Z</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 33</td>
<td>1 4</td>
<td>19</td>
<td>302</td>
<td>4</td>
<td>U</td>
<td></td>
</tr>
<tr>
<td>3 34</td>
<td>1 4</td>
<td>20</td>
<td>302</td>
<td>4</td>
<td>V</td>
<td></td>
</tr>
<tr>
<td>3 35</td>
<td>1 4</td>
<td>21</td>
<td>302</td>
<td>4</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 36</td>
<td>1 4</td>
<td>22</td>
<td>302</td>
<td>4</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 37</td>
<td>1 4</td>
<td>23</td>
<td>302</td>
<td>4</td>
<td>Y</td>
<td></td>
</tr>
<tr>
<td>3 38</td>
<td>1 4</td>
<td>24</td>
<td>302</td>
<td>4</td>
<td>Z</td>
<td></td>
</tr>
<tr>
<td>3 39</td>
<td>1 4</td>
<td>5</td>
<td>302</td>
<td>1</td>
<td>Y</td>
<td></td>
</tr>
<tr>
<td>3 40</td>
<td>1 4</td>
<td>4</td>
<td>302</td>
<td>1</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>3 41</td>
<td>1 4</td>
<td>6</td>
<td>302</td>
<td>1</td>
<td>Z</td>
<td></td>
</tr>
<tr>
<td>3 42</td>
<td>1 5</td>
<td>9</td>
<td>View 0</td>
<td>0</td>
<td>PC</td>
<td></td>
</tr>
<tr>
<td>3 43</td>
<td>1 4</td>
<td>1</td>
<td>302</td>
<td>1</td>
<td>U</td>
<td></td>
</tr>
<tr>
<td>3 44</td>
<td>1 5</td>
<td>8</td>
<td>302</td>
<td>2</td>
<td></td>
<td></td>
</tr>
<tr>
<td>3 45</td>
<td>1 4</td>
<td>2</td>
<td>302</td>
<td>1</td>
<td>Y</td>
<td>Inactive</td>
</tr>
<tr>
<td>3 46</td>
<td>1 5</td>
<td>10</td>
<td>Kiosk ?</td>
<td>?</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>3 47</td>
<td>1 4</td>
<td>3</td>
<td>302</td>
<td>1</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>3 48</td>
<td>1 1</td>
<td>8</td>
<td>302</td>
<td>3</td>
<td>X</td>
<td>Inactive</td>
</tr>
<tr>
<td>Blade/Stack Port</td>
<td>Panel Rack</td>
<td>Port</td>
<td>Room</td>
<td>Fcplt Jack</td>
<td>Notes</td>
<td>VLAN Tech</td>
</tr>
<tr>
<td>------------------</td>
<td>------------</td>
<td>------</td>
<td>------</td>
<td>------------</td>
<td>-------</td>
<td>-----------</td>
</tr>
<tr>
<td>4 1</td>
<td>1</td>
<td>11</td>
<td>24</td>
<td>301A</td>
<td>Y</td>
<td></td>
</tr>
<tr>
<td>4 1</td>
<td>1</td>
<td>16</td>
<td>300</td>
<td>6</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>4 1</td>
<td>1</td>
<td>8</td>
<td>303</td>
<td>2</td>
<td>Z</td>
<td></td>
</tr>
<tr>
<td>4 1</td>
<td>1</td>
<td>9</td>
<td>303</td>
<td>3</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>4 1</td>
<td>1</td>
<td>10</td>
<td>303</td>
<td>3</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>4 6</td>
<td>1</td>
<td>6</td>
<td>39</td>
<td>303</td>
<td>Y</td>
<td>Inactive</td>
</tr>
<tr>
<td>4 7</td>
<td>1</td>
<td>6</td>
<td>11</td>
<td>303</td>
<td>4</td>
<td>W</td>
</tr>
<tr>
<td>4 8</td>
<td>1</td>
<td>6</td>
<td>12</td>
<td>303</td>
<td>4</td>
<td>X</td>
</tr>
<tr>
<td>4 9</td>
<td>1</td>
<td>6</td>
<td>13</td>
<td>303</td>
<td>5</td>
<td>W</td>
</tr>
<tr>
<td>4 10</td>
<td>1</td>
<td>6</td>
<td>14</td>
<td>303</td>
<td>5</td>
<td>X</td>
</tr>
<tr>
<td>4 11</td>
<td>1</td>
<td>6</td>
<td>15</td>
<td>303</td>
<td>6</td>
<td>W</td>
</tr>
<tr>
<td>4 12</td>
<td>1</td>
<td>6</td>
<td>16</td>
<td>303</td>
<td>6</td>
<td>X</td>
</tr>
<tr>
<td>4 13</td>
<td>1</td>
<td>6</td>
<td>40</td>
<td>303</td>
<td>6</td>
<td>Y</td>
</tr>
<tr>
<td>4 14</td>
<td>1</td>
<td>6</td>
<td>17</td>
<td>303</td>
<td>7</td>
<td>W</td>
</tr>
<tr>
<td>4 15</td>
<td>1</td>
<td>6</td>
<td>18</td>
<td>303</td>
<td>7</td>
<td>X</td>
</tr>
<tr>
<td>4 16</td>
<td>1</td>
<td>6</td>
<td>41</td>
<td>303</td>
<td>7</td>
<td>Y</td>
</tr>
<tr>
<td>4 17</td>
<td>1</td>
<td>6</td>
<td>19</td>
<td>303</td>
<td>8</td>
<td>W</td>
</tr>
<tr>
<td>4 18</td>
<td>1</td>
<td>6</td>
<td>20</td>
<td>303</td>
<td>8</td>
<td>X</td>
</tr>
<tr>
<td>4 19</td>
<td>1</td>
<td>6</td>
<td>21</td>
<td>303</td>
<td>9</td>
<td>W</td>
</tr>
<tr>
<td>4 20</td>
<td>1</td>
<td>6</td>
<td>22</td>
<td>303</td>
<td>9</td>
<td>X</td>
</tr>
<tr>
<td>4 21</td>
<td>1</td>
<td>6</td>
<td>23</td>
<td>303</td>
<td>10</td>
<td>W</td>
</tr>
<tr>
<td>4 22</td>
<td>1</td>
<td>6</td>
<td>24</td>
<td>303</td>
<td>10</td>
<td>X</td>
</tr>
<tr>
<td>4 23</td>
<td>1</td>
<td>9</td>
<td>10</td>
<td>407A</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>4 24</td>
<td>1</td>
<td>6</td>
<td>25</td>
<td>UNL</td>
<td></td>
<td>Unlabeled</td>
</tr>
</tbody>
</table>
### Building 003 - Business - Room 301B
#### Switch 1 Blade 5

<table>
<thead>
<tr>
<th>Uplink Port</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcpl</th>
<th>Jack</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>5 1</td>
<td>1</td>
<td>1</td>
<td>5</td>
<td>14</td>
<td>302A</td>
<td>X</td>
</tr>
<tr>
<td>5 2</td>
<td>1</td>
<td>8</td>
<td>2</td>
<td>400</td>
<td>0</td>
<td>X</td>
</tr>
<tr>
<td>5 3</td>
<td>1</td>
<td>8</td>
<td>4</td>
<td>401</td>
<td>1</td>
<td>W</td>
</tr>
<tr>
<td>5 4</td>
<td>1</td>
<td>3</td>
<td>37</td>
<td>400</td>
<td>2</td>
<td>W</td>
</tr>
<tr>
<td>5 5</td>
<td>1</td>
<td>8</td>
<td>7</td>
<td>401</td>
<td>2</td>
<td>W</td>
</tr>
<tr>
<td>5 6</td>
<td>1</td>
<td>8</td>
<td>10</td>
<td>401</td>
<td>3</td>
<td>W</td>
</tr>
<tr>
<td>5 7</td>
<td>1</td>
<td>8</td>
<td>13</td>
<td>402</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td><strong>5 8</strong></td>
<td><strong>1</strong></td>
<td><strong>1</strong></td>
<td><strong>16</strong></td>
<td><strong>403</strong></td>
<td><strong>1</strong></td>
<td><strong>W</strong></td>
</tr>
<tr>
<td>5 9</td>
<td>1</td>
<td>1</td>
<td>19</td>
<td>403</td>
<td>2</td>
<td>W</td>
</tr>
<tr>
<td>5 10</td>
<td>1</td>
<td>1</td>
<td>20</td>
<td>403</td>
<td>2</td>
<td>X</td>
</tr>
<tr>
<td>5 11</td>
<td>1</td>
<td>1</td>
<td>22</td>
<td>403</td>
<td>3</td>
<td>W</td>
</tr>
<tr>
<td>5 12</td>
<td>1</td>
<td>1</td>
<td>8</td>
<td>5</td>
<td>401</td>
<td>1</td>
</tr>
<tr>
<td>5 13</td>
<td>1</td>
<td>1</td>
<td>8</td>
<td>25</td>
<td>403A</td>
<td>0</td>
</tr>
<tr>
<td>5 14</td>
<td>1</td>
<td>1</td>
<td>8</td>
<td>4</td>
<td>404</td>
<td>0</td>
</tr>
<tr>
<td>5 15</td>
<td>1</td>
<td>1</td>
<td>8</td>
<td>34</td>
<td>405</td>
<td>2</td>
</tr>
<tr>
<td><strong>5 16</strong></td>
<td><strong>1</strong></td>
<td><strong>1</strong></td>
<td><strong>8</strong></td>
<td><strong>29</strong></td>
<td><strong>404</strong></td>
<td><strong>0</strong></td>
</tr>
<tr>
<td><strong>5 17</strong></td>
<td><strong>1</strong></td>
<td><strong>1</strong></td>
<td><strong>8</strong></td>
<td><strong>40</strong></td>
<td><strong>405A</strong></td>
<td><strong>0</strong></td>
</tr>
<tr>
<td>5 18</td>
<td>1</td>
<td>1</td>
<td>8</td>
<td>37</td>
<td>405</td>
<td>3</td>
</tr>
<tr>
<td>5 19</td>
<td>1</td>
<td>1</td>
<td>9</td>
<td>1</td>
<td>407</td>
<td>1</td>
</tr>
<tr>
<td><strong>5 20</strong></td>
<td><strong>1</strong></td>
<td><strong>10</strong></td>
<td><strong>17</strong></td>
<td><strong>423</strong></td>
<td><strong>0</strong></td>
<td><strong>X</strong></td>
</tr>
<tr>
<td>5 21</td>
<td>1</td>
<td>1</td>
<td>8</td>
<td>23</td>
<td>403</td>
<td>3</td>
</tr>
<tr>
<td>5 22</td>
<td>1</td>
<td>1</td>
<td>8</td>
<td>1</td>
<td>400</td>
<td>0</td>
</tr>
<tr>
<td><strong>5 23</strong></td>
<td><strong>1</strong></td>
<td><strong>1</strong></td>
<td><strong>9</strong></td>
<td><strong>10</strong></td>
<td><strong>407A</strong></td>
<td><strong>0</strong></td>
</tr>
<tr>
<td>5 24</td>
<td>1</td>
<td>1</td>
<td>9</td>
<td>19</td>
<td>409</td>
<td>2</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcpl</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>5 25</td>
<td>1</td>
<td>9</td>
<td>25</td>
<td>409A</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 26</td>
<td>1</td>
<td>9</td>
<td>28</td>
<td>411</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 27</td>
<td>1</td>
<td>9</td>
<td>31</td>
<td>412</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 28</td>
<td>1</td>
<td>9</td>
<td>34</td>
<td>413</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 29</td>
<td>1</td>
<td>9</td>
<td>37</td>
<td>414</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 30</td>
<td>1</td>
<td>9</td>
<td>40</td>
<td>415</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td><strong>5 31</strong></td>
<td><strong>1</strong></td>
<td><strong>9</strong></td>
<td><strong>41</strong></td>
<td><strong>415</strong></td>
<td><strong>0</strong></td>
<td><strong>X</strong></td>
<td><strong>Inactive</strong></td>
</tr>
<tr>
<td>5 32</td>
<td>1</td>
<td>9</td>
<td>43</td>
<td>416</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 33</td>
<td>1</td>
<td>9</td>
<td>46</td>
<td>417</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 34</td>
<td>1</td>
<td>10</td>
<td>1</td>
<td>418</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 35</td>
<td>1</td>
<td>10</td>
<td>4</td>
<td>419</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 36</td>
<td>1</td>
<td>10</td>
<td>7</td>
<td>420</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 37</td>
<td>1</td>
<td>10</td>
<td>8</td>
<td>420</td>
<td>0</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>5 38</td>
<td>1</td>
<td>10</td>
<td>10</td>
<td>421</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 39</td>
<td>1</td>
<td>10</td>
<td>13</td>
<td>422</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 40</td>
<td>1</td>
<td>10</td>
<td>16</td>
<td>423</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 41</td>
<td>1</td>
<td>10</td>
<td>19</td>
<td>424</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 42</td>
<td>1</td>
<td>10</td>
<td>25</td>
<td>426</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 43</td>
<td>1</td>
<td>10</td>
<td>22</td>
<td>425</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 44</td>
<td>1</td>
<td>11</td>
<td>4</td>
<td>301</td>
<td>2</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 45</td>
<td>1</td>
<td>11</td>
<td>10</td>
<td>301</td>
<td>4</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td><strong>5 46</strong></td>
<td><strong>1</strong></td>
<td><strong>11</strong></td>
<td><strong>17</strong></td>
<td><strong>410A</strong></td>
<td><strong>0</strong></td>
<td><strong>X</strong></td>
<td><strong>Inactive</strong></td>
</tr>
<tr>
<td>5 47</td>
<td>1</td>
<td>11</td>
<td>18</td>
<td>410A</td>
<td>0</td>
<td>W</td>
<td></td>
</tr>
<tr>
<td>5 48</td>
<td>1</td>
<td>11</td>
<td>23</td>
<td>301A</td>
<td>2</td>
<td>X</td>
<td></td>
</tr>
</tbody>
</table>
# Building 003 - Business - Room 301B
## Switch 1 Blade 6

**DNS NAME**  SLO-S003-301B-1  
**IP ADDRESS**  129.65.3.28  
**BLADE/STACK**  WS-X4148-RJ  
**LAST**  8/7/2014  
**SERIAL NUM**  FOX071700P  
**BARCODE**  A006885

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>6 1</td>
<td>11 22</td>
<td>301A</td>
<td>2</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 2</td>
<td>1 3 38</td>
<td>400</td>
<td>2</td>
<td>X</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 3</strong></td>
<td>1 10 23</td>
<td>425</td>
<td>0</td>
<td>X</td>
<td><em>pulled, Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 4</td>
<td>1 9 13</td>
<td>408</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 5</strong></td>
<td>1 9 29</td>
<td>411</td>
<td>0</td>
<td>X</td>
<td><em>pulled, Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 6</td>
<td>1 11 8</td>
<td>301</td>
<td>3</td>
<td>X</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 7</td>
<td>1 9 4</td>
<td>407</td>
<td>2</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 8</strong></td>
<td>1 10 5</td>
<td>419</td>
<td>0</td>
<td>X</td>
<td><em>pulled, Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 9</td>
<td>1 11 2</td>
<td>301</td>
<td>1</td>
<td>X</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 10</strong></td>
<td>1 10 14</td>
<td>422</td>
<td>0</td>
<td>X</td>
<td><em>pulled, Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 11</td>
<td>1 11 20</td>
<td>301A</td>
<td>0</td>
<td>X</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 12</td>
<td>1 9 11</td>
<td>407A</td>
<td>0</td>
<td>X</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 13</strong></td>
<td>1 9 35</td>
<td>413</td>
<td>0</td>
<td>X</td>
<td><em>pulled, Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 14</td>
<td>1 8 8</td>
<td>401</td>
<td>2</td>
<td>X</td>
<td><em>pulled, Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 15</td>
<td>1 9 26</td>
<td>409A</td>
<td>0</td>
<td>X</td>
<td><em>pulled, Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 16</td>
<td>1 8 43</td>
<td>406</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 17</td>
<td>1 11 1</td>
<td>301</td>
<td>1</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 18</td>
<td>1 8 41</td>
<td>405A</td>
<td>0</td>
<td>X</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 19</strong></td>
<td>1 8 3</td>
<td>400</td>
<td>0</td>
<td>Y</td>
<td><em>pulled, Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 20</td>
<td>1 11 5</td>
<td>301</td>
<td>2</td>
<td>X</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 21</td>
<td>1 11 21</td>
<td>301</td>
<td>1</td>
<td>Y</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 22</td>
<td>1 11 7</td>
<td>301</td>
<td>3</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 23</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td><em>Inactive</em></td>
<td></td>
</tr>
<tr>
<td><strong>6 24</strong></td>
<td>1 9 16</td>
<td>409</td>
<td>1</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 25</strong></td>
<td>1 4 25</td>
<td>302</td>
<td>5</td>
<td>U</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 26</td>
<td>1 4 26</td>
<td>302</td>
<td>5</td>
<td>V</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 27</td>
<td>1 4 27</td>
<td>302</td>
<td>5</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 28</td>
<td>1 9 34</td>
<td>413</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 29</td>
<td>1 4 29</td>
<td>302</td>
<td>5</td>
<td>Y</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 30</td>
<td>1 4 30</td>
<td>302</td>
<td>5</td>
<td>Z</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 31</strong></td>
<td>1 4 31</td>
<td>302</td>
<td>6</td>
<td>U</td>
<td><em>Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 32</td>
<td>1 4 32</td>
<td>302</td>
<td>6</td>
<td>V</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 33</td>
<td>1 4 33</td>
<td>302</td>
<td>6</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 34</td>
<td>1 4 34</td>
<td>302</td>
<td>6</td>
<td>X</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 35</td>
<td>1 4 41</td>
<td>419</td>
<td>0</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 36</td>
<td>1 4 36</td>
<td>302</td>
<td>6</td>
<td>Z</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 37</td>
<td>1 4 37</td>
<td>302</td>
<td>7</td>
<td>U</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 38</td>
<td>1 4 38</td>
<td>302</td>
<td>7</td>
<td>V</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 39</td>
<td>1 4 39</td>
<td>302</td>
<td>7</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 40</strong></td>
<td>1 4 40</td>
<td>302</td>
<td>7</td>
<td>X</td>
<td><em>Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 41</td>
<td>1 4 41</td>
<td>302</td>
<td>7</td>
<td>Y</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 42</td>
<td>1 4 42</td>
<td>302</td>
<td>7</td>
<td>Z</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 43</td>
<td>1 4 43</td>
<td>302</td>
<td>8</td>
<td>U</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 44</td>
<td>1 4 44</td>
<td>302</td>
<td>8</td>
<td>V</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 45</td>
<td>1 4 45</td>
<td>302</td>
<td>8</td>
<td>W</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 46</td>
<td>1 4 46</td>
<td>302</td>
<td>8</td>
<td>X</td>
<td></td>
<td></td>
</tr>
<tr>
<td>6 47</td>
<td>1 4 47</td>
<td>302</td>
<td>8</td>
<td>Y</td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>6 48</strong></td>
<td>1 4 48</td>
<td>302</td>
<td>8</td>
<td>Z</td>
<td><em>Inactive</em></td>
<td></td>
</tr>
<tr>
<td>6 49</td>
<td>1 4 49</td>
<td>302</td>
<td>8</td>
<td>Z</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### Building 003 - Business - Room 312A

**Switch 1 Blade 2**

<table>
<thead>
<tr>
<th>Uplink Port</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack</th>
<th>Panel Rack</th>
<th>Port</th>
<th>Room</th>
<th>Fcplt</th>
<th>Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>2 1</td>
<td></td>
<td>2</td>
<td>345</td>
<td>1</td>
<td>X</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 2</td>
<td></td>
<td>2</td>
<td>6</td>
<td>2</td>
<td>345</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 3</td>
<td></td>
<td>2</td>
<td>6</td>
<td>2</td>
<td>345</td>
<td>Wireless</td>
<td></td>
</tr>
<tr>
<td>2 4</td>
<td></td>
<td>2</td>
<td>6</td>
<td>24</td>
<td>316</td>
<td>Wireless</td>
<td></td>
</tr>
<tr>
<td>2 5</td>
<td></td>
<td>2</td>
<td>6</td>
<td>23</td>
<td>456</td>
<td>Wireless</td>
<td></td>
</tr>
<tr>
<td>2 6</td>
<td></td>
<td>2</td>
<td>7</td>
<td>5</td>
<td>439</td>
<td>Wireless</td>
<td></td>
</tr>
<tr>
<td>2 7</td>
<td></td>
<td>2</td>
<td>5</td>
<td>38</td>
<td>341</td>
<td>Wireless</td>
<td></td>
</tr>
<tr>
<td>2 8</td>
<td></td>
<td>2</td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 9</td>
<td></td>
<td>2</td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 10</td>
<td></td>
<td>2</td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 11</td>
<td></td>
<td>2</td>
<td>5</td>
<td>14</td>
<td>333</td>
<td>X</td>
<td></td>
</tr>
<tr>
<td>2 12</td>
<td></td>
<td>2</td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 13</td>
<td>1</td>
<td>5</td>
<td>305</td>
<td>3</td>
<td>W</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 14</td>
<td>1</td>
<td>6</td>
<td>305</td>
<td>3</td>
<td>X</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 15</td>
<td>1</td>
<td>30</td>
<td>305</td>
<td>15</td>
<td>X</td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 16</td>
<td></td>
<td>2</td>
<td>8</td>
<td>37</td>
<td>SCU</td>
<td>16</td>
<td>W</td>
</tr>
<tr>
<td>2 17</td>
<td></td>
<td>2</td>
<td>4</td>
<td>1</td>
<td>313</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 18</td>
<td></td>
<td>2</td>
<td>4</td>
<td>7</td>
<td>315</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 19</td>
<td></td>
<td>2</td>
<td>4</td>
<td>10</td>
<td>316</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 20</td>
<td></td>
<td>2</td>
<td>4</td>
<td>13</td>
<td>317</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 21</td>
<td></td>
<td>2</td>
<td>4</td>
<td>16</td>
<td>318</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 22</td>
<td></td>
<td>2</td>
<td>4</td>
<td>19</td>
<td>319</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 23</td>
<td></td>
<td>2</td>
<td>4</td>
<td>22</td>
<td>320</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 24</td>
<td></td>
<td>2</td>
<td>4</td>
<td>25</td>
<td>321</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 25</td>
<td></td>
<td>2</td>
<td>4</td>
<td>28</td>
<td>322</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 26</td>
<td></td>
<td>2</td>
<td>4</td>
<td>31</td>
<td>323</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 27</td>
<td></td>
<td>2</td>
<td>4</td>
<td>34</td>
<td>324</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 28</td>
<td></td>
<td>2</td>
<td>4</td>
<td>35</td>
<td>324</td>
<td>0</td>
<td>X</td>
</tr>
<tr>
<td>2 29</td>
<td></td>
<td>2</td>
<td>4</td>
<td>37</td>
<td>325</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 30</td>
<td></td>
<td>2</td>
<td>4</td>
<td>40</td>
<td>326</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 31</td>
<td></td>
<td>2</td>
<td>4</td>
<td>43</td>
<td>327</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 32</td>
<td></td>
<td>2</td>
<td>4</td>
<td>46</td>
<td>328</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 33</td>
<td></td>
<td>2</td>
<td>5</td>
<td>1</td>
<td>329</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 34</td>
<td></td>
<td>2</td>
<td>5</td>
<td>3</td>
<td>329</td>
<td>0</td>
<td>Y</td>
</tr>
<tr>
<td>2 35</td>
<td></td>
<td>2</td>
<td>5</td>
<td>7</td>
<td>331</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 36</td>
<td></td>
<td>2</td>
<td>5</td>
<td>10</td>
<td>332</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 37</td>
<td></td>
<td>2</td>
<td>5</td>
<td>13</td>
<td>333</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 38</td>
<td></td>
<td>2</td>
<td>5</td>
<td>19</td>
<td>335</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 39</td>
<td></td>
<td>2</td>
<td>5</td>
<td>22</td>
<td>336</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 40</td>
<td></td>
<td>2</td>
<td>5</td>
<td>25</td>
<td>337</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 41</td>
<td></td>
<td>2</td>
<td>5</td>
<td>28</td>
<td>338</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 42</td>
<td></td>
<td>2</td>
<td>5</td>
<td>31</td>
<td>339</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 43</td>
<td></td>
<td>2</td>
<td>5</td>
<td>34</td>
<td>340</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 44</td>
<td></td>
<td>2</td>
<td>5</td>
<td>37</td>
<td>341</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 45</td>
<td></td>
<td>2</td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
<td></td>
</tr>
<tr>
<td>2 46</td>
<td></td>
<td>2</td>
<td>5</td>
<td>40</td>
<td>342</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 47</td>
<td></td>
<td>2</td>
<td>5</td>
<td>43</td>
<td>343</td>
<td>0</td>
<td>W</td>
</tr>
<tr>
<td>2 48</td>
<td></td>
<td>2</td>
<td>5</td>
<td>44</td>
<td>343</td>
<td>0</td>
<td>X</td>
</tr>
</tbody>
</table>
### Building 003 - Business - Room 312A
#### Switch 1 Blade 3

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Port</th>
<th>Rack Port</th>
<th>Room Port</th>
<th>Fcplt Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>3 4 2 7 2 438</td>
<td>1 1 1 1</td>
<td>1 1 1</td>
<td>1 1 1</td>
<td>1 1 1</td>
<td>Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 5 2 7 1 441</td>
<td>1 1 1 1</td>
<td>1 1 1</td>
<td>1 1 1</td>
<td>1 1 1</td>
<td>X</td>
<td>0 W</td>
</tr>
<tr>
<td>3 6 2 7 7 441</td>
<td>1 1 1 1</td>
<td>1 1 1</td>
<td>1 1 1</td>
<td>1 1 1</td>
<td>W</td>
<td>0 W</td>
</tr>
<tr>
<td>3 7</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>W</td>
<td>0 W</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Port</th>
<th>Rack Port</th>
<th>Room Port</th>
<th>Fcplt Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>3 25 2 8 16 455</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 26 2 8 17 455</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 27 2 8 19 455</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 28 2 8 26 455A</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 29 2 8 26 455A</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 30 2 8 28 455B</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 31 2 8 31 455C</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 32 2 6 13 312</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 33 2 5 16 334</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 34 2 8 34 455D</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 35 2 6 25 430</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 36 2 8 29 455B</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 37 2 4 5 314</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 38 2 5 47 344</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 39 2 3 42 306</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 40 2 4 4 314</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 41 2 3 41 308</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 42 2 5 5 330</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 43 2 7 26 446</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 44</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>W Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 45 2 6 41 435</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 46 2 8 5 453</td>
<td>2 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 47 2 8 20 455</td>
<td>3 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
<tr>
<td>3 48 2 8 35 455D</td>
<td>3 3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>3 3 3</td>
<td>X Inactive</td>
<td>0 W</td>
</tr>
</tbody>
</table>
# Building 003 - Business - Room 312A
Switch 1 Blade 4

<table>
<thead>
<tr>
<th>DNS NAME</th>
<th>SLO-003-312A-1</th>
</tr>
</thead>
<tbody>
<tr>
<td>IP ADDRESS</td>
<td>129.65.3.29</td>
</tr>
<tr>
<td>BLADE/STACK</td>
<td>WS-X4148-RJ</td>
</tr>
</tbody>
</table>

## Uplink Port Notes

### Blade/Stack Port Panel Rack Port Room Fcplt Jack Notes VLAN Tech

<table>
<thead>
<tr>
<th>Blade/Stack Port</th>
<th>Panel Rack</th>
<th>Port Room</th>
<th>Fcplt Jack</th>
<th>Notes</th>
<th>VLAN Tech</th>
</tr>
</thead>
<tbody>
<tr>
<td>4 1</td>
<td>26</td>
<td>46 344</td>
<td>0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 2</td>
<td>6</td>
<td>1 345</td>
<td>1 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 3</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>4 4</td>
<td>6</td>
<td>28 431</td>
<td>0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 5</td>
<td>26</td>
<td>432</td>
<td>0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 6</td>
<td>31</td>
<td>432</td>
<td>0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 7</td>
<td>34</td>
<td>433</td>
<td>0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 8</td>
<td>26</td>
<td>434</td>
<td>0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 9</td>
<td>40</td>
<td>435</td>
<td>0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 10</td>
<td>26</td>
<td>436</td>
<td>0 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 11</td>
<td>29</td>
<td>455</td>
<td>4 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 12</td>
<td>29</td>
<td>455</td>
<td>5 W</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 13</td>
<td>25</td>
<td>336</td>
<td>0 X</td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 14</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 15</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 16</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 17</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 18</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 19</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 20</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 21</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 22</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 23</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
<tr>
<td>4 24</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Inactive</td>
</tr>
</tbody>
</table>
## Building 003 - Business - Room 312A
### Switch 1 Blade 6

**DNS NAME:** SLO-S003-312A-1  
**IP ADDRESS:** 129.65.3.29  
**BLADE/STACK:** WS-X4448-GB-RJ45

### Uplink Port | Notes
--- | ---

### Blade/Stack | Panel Rack | Port | Room | Fcpl | Jack | Notes | VLAN Tech
--- | --- | --- | --- | --- | --- | --- | ---
6 1 | 1 2 28 312 | 4 | "Server" | 6 | 1 | 2 | 25 312 | 1 | "Server" | VLAN Tech
6 2 | 1 2 27 312 | 3 | "Server" | 6 | 2 | 2 27 312 | 3 | "Server" | VLAN Tech
6 3 | 1 2 29 312 | 5 | "Server" | 6 | 3 | 2 29 312 | 5 | "Server" | VLAN Tech
6 4 | 1 2 26 312 | 2 | "Server" | 6 | 4 | 2 26 312 | 2 | "Server" | VLAN Tech
6 5 | 1 2 30 312 | 6 | "Server" | 6 | 5 | 1 2 30 312 | 6 | "Server" | VLAN Tech
6 6 | 1 2 32 312 | 8 | "Server" | 6 | 6 | 1 2 32 312 | 8 | "Server" | VLAN Tech
6 7 | 1 2 31 312 | 7 | "Server" | 6 | 7 | 1 2 31 312 | 7 | "Server" | VLAN Tech
6 8 | 1 2 25 312 | 1 | "Server" | 6 | 8 | 1 2 25 312 | 1 | "Server" | VLAN Tech
6 9 | 2 7 17 443 | 0 | X | 6 | 9 | 2 7 17 443 | 0 | X | VLAN Tech
6 10 | | | Inactive | 6 | 10 | | | Inactive | VLAN Tech
6 11 | | | Inactive | 6 | 11 | | | Inactive | VLAN Tech
6 12 | | | Inactive | 6 | 12 | | | Inactive | VLAN Tech
6 13 | | | Inactive | 6 | 13 | | | Inactive | VLAN Tech
6 14 | | | Inactive | 6 | 14 | | | Inactive | VLAN Tech
6 15 | | | Inactive | 6 | 15 | | | Inactive | VLAN Tech
6 16 | | | Inactive | 6 | 16 | | | Inactive | VLAN Tech
6 17 | | | Inactive | 6 | 17 | | | Inactive | VLAN Tech
6 18 | | | Inactive | 6 | 18 | | | Inactive | VLAN Tech
6 19 | | | Inactive | 6 | 19 | | | Inactive | VLAN Tech
6 20 | | | Inactive | 6 | 20 | | | Inactive | VLAN Tech
6 21 | | | Inactive | 6 | 21 | | | Inactive | VLAN Tech
6 22 | | | Inactive | 6 | 22 | | | Inactive | VLAN Tech
6 23 | | | Inactive | 6 | 23 | | | Inactive | VLAN Tech
6 24 | | | Inactive | 6 | 24 | | | Inactive | VLAN Tech
6 25 | 2 2 3 306 | 8 | W | 6 | 25 | 2 2 3 306 | 8 | W | VLAN Tech
6 26 | 2 2 4 306 | 8 | X | 6 | 26 | 2 2 4 306 | 8 | X | VLAN Tech
6 27 | 2 2 5 306 | 9 | W | 6 | 27 | 2 2 5 306 | 9 | W | VLAN Tech
6 28 | 2 2 6 306 | 9 | X | 6 | 28 | 2 2 6 306 | 9 | X | VLAN Tech
6 29 | 2 2 7 306 | 10 | W | 6 | 29 | 2 2 7 306 | 10 | W | VLAN Tech
6 30 | 2 2 8 306 | 10 | X | 6 | 30 | 2 2 8 306 | 10 | X | VLAN Tech
6 31 | 2 2 9 306 | 11 | W | 6 | 31 | 2 2 9 306 | 11 | W | VLAN Tech
6 32 | 2 2 10 306 | 11 | X | 6 | 32 | 2 2 10 306 | 11 | X | VLAN Tech
6 33 | 2 2 11 306 | 12 | W | 6 | 33 | 2 2 11 306 | 12 | W | VLAN Tech
6 34 | 2 2 12 306 | 12 | X | 6 | 34 | 2 2 12 306 | 12 | X | VLAN Tech
6 35 | 2 2 13 306 | 13 | W | 6 | 35 | 2 2 13 306 | 13 | W | VLAN Tech
6 36 | 2 2 14 306 | 13 | X | 6 | 36 | 2 2 14 306 | 13 | X | VLAN Tech
6 37 | 2 8 38 SCU | 16 | X | 6 | 37 | 2 8 38 SCU | 16 | X | VLAN Tech
6 38 | | | Inactive | 6 | 38 | | | Inactive | VLAN Tech
6 39 | | | Inactive | 6 | 39 | | | Inactive | VLAN Tech
6 40 | | | Inactive | 6 | 40 | | | Inactive | VLAN Tech
6 41 | | | Inactive | 6 | 41 | | | Inactive | VLAN Tech
6 42 | | | Inactive | 6 | 42 | | | Inactive | VLAN Tech
6 43 | | | Inactive | 6 | 43 | | | Inactive | VLAN Tech
6 44 | | | Inactive | 6 | 44 | | | Inactive | VLAN Tech
6 45 | | | Inactive | 6 | 45 | | | Inactive | VLAN Tech
6 46 | | | Inactive | 6 | 46 | | | Inactive | VLAN Tech
6 47 | | | Inactive | 6 | 47 | | | Inactive | VLAN Tech
6 48 | | | Inactive | 6 | 48 | | | Inactive | VLAN Tech